ANCHOR ENVELOPE BOUNDARY; DO NOT INSTALL ANYTHING WITHIN BOUNDARY (TYP)

NEW CONCRETE

NOTES:
1. THE SIZES AND ORIENTATION OF ANCHORS VARIES.
2. CONTACT SYSTEM OPERATOR PRIOR TO EXCAVATION NEAR ANY DES COMPONENT.

ANCHOR BLOCK IS KEYED INTO SOIL AT SIDES AND BOTTOM

SOIL (TYP)

ANCHOR PLATE

DO NOT EXCAVATE OR PASS ANYTHING BENEATH ANCHOR

INSULATION CONDUIT (TYP)

STEAM OR CONDENSATE PIPE

PLAN VIEW

RE-BAR (TYP)

ANCHOR PLATE

SOIL (TYP)

NEW CONCRETE

ANCHOR BLOCK IS KEYED INTO SOIL AT SIDES AND BOTTOM

487

*'

3'-0" (TYP)

SECTION A-A

3'-0" (TYP)

3'-0"

RE-BAR (TYP)